
3D056135

FVXS25-35F unit (mm)

Main unit fixing screw

Note) 1. The mark (Y) shows piping direction

Main unit fixed screws

666 (half concealed)

Operation lamp

Timer lamp

Indoor unit ON/OFF switch

Signal receiver

Air outlet
selection
switch
(Inside)

Name plate

Drain
socket

Front panel fixed screws

Hole for splint
Hole for piping

Air flow

Required space

(for
maintenance)

(for
performance)

(Wall hole)

Wall hole for half concealed

Terminal block with earth
terminal

Liquid pipe (J6.4 CuT)

Gas pipe (J9.5 CuT)

Room temp. thermistor

Signal transmitter

Infrared remote control

Hole for splint

Hole for piping

Drain hose

Adjusting the air flow direction

Right/left (manual)

Upper air outlet

Lower air outlet

Upward air flow
limit (OFF)

Upward air flow
limit (ON)

Up/down (automatic)
Heat

(Heat pump model)

Hole for piping
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Front panel fixed screws
(inside)

VP20
I.D. J20
O.D. J26
L 220

50 MIN 50 MIN

Cooling / dry

A

Model name label
95 (Half concealed)

85

Cool, dry




